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JOINT PATTERN VARIES -
SEE ELEVATIONS

Level 2 BUILDING 2
711' - 0"

6

LANDING 2
707' - 0"

EPDM ROOFING SYSTEM
OVER TAPERED INSULATION

CAST IN PLACE CONCRETE
STRUCTURE; SEE STRUCTURAL

SUSPENDED ACOUSTICAL
CEILING SYSTEM

EXPANSION JOINT

EXISTING EPDM ROOF SYSTEM

EXISTING ROOF
STRUCTURE

COTTON WEEP ROPE

MORTAR NET

THRU-WALL FLASHING

MASONRY VENT
@ 24" OC

8" CMU

3" RIGID INSULATION

MODULAR FACE BRICK

STEEL ANGLE - SEE STRUCTURAL

BRICK VENT

1'-5"

STEEL ANGLE EMBED

UL LISTED FIRE RATED
EXPANSION JOINT
ASSEMBLY.

SLIP TRACK

CONTINUOUS FIRE CAULK
TOP OF TRACK TO
EXPANSION JOINT
ASSEMBLY.

5/8" TYPE X GYPSUM
BOARD ON EACH SIDE OF 3
5/8" METAL STUDS.
ATTACHED TO UNDERSIDE
OF STRUCTURE.

Level 2 BUILDING 2
711' - 0"

WELD. GRIND
SMOOTH AS WELDS
ARE VISIBLE

CAST-IN-PLACE
CONCRETE STRUCTURE

5/8" GYPSUM BOARD

ACOUSTICAL CEILING
TILE SYSTEM

STAINLESS STEEL CABLE
RAILING SYSTEM

CONTINUOUS BENT STEEL
PLATE WRAPPING FROM AND
MATCH TOP OF STAIR
STRINGER AROUND ENTIRE
LANDING. PNT-4. SEE
STRUCTURAL

1
'-
0
"

CASING BEAD AND SEALANT

CASING BEAD

Level 1 BUILDING 2
697' - 10"

INSULATED PRE-CAST PANEL

2-STAGE JOINT SEALANT

EXTERIOR WEATHER
SEALANT BEAD

INSULATED PRE-CAST PANEL

3/4" CHAMFER, TYP

1
/2

"

MODULAR FACE BRICK

INSULATED ALUMINUM
CURTAIN WALL SYSTEM

5/8" GYPSUM
BOARD

FLEXIBLE THROUGH WALL
FLASHING ADHERED TO
STAINLESS STEEL DRIP EDGE.
SET DRIP EDGE IN BED OF
SEALANT

RIGID INSULATION

MORTAR NET

CAST IN PLACE
CONCRETE BEAM -
SEE STRUCTURAL

BACKER ROD &
SEALANT BOTH SIDES

3 5/8" 1 3/8" 3"

WEEP ROPE

STEEL ANGLE; SEE
STRUCTURAL - PAINT
EXPOSED FACES

BRICK VENT

TERMINATION BAR

AIR/MOISTURE BARRIER

3-5/8" STUD CHANNEL

SOLID-SURFACE SILL

ALUMINUM
CURTAIN WALL SYSTEM
W/ INSULATED GLAZING

STAINLESS STEEL
SILL FLASHING

SHIM, BACKER ROD
& SEALANT, TYP.

3 3/8" 7 1/2"

4" 7 5/8"

SEALANT

TREATED WOOD
BLOCKING CAST
INTO PRE-CAST
PANEL

1
/2

"

4"

INSULATED ARCHITECTURAL
PRE-CAST PANEL

3-5/8" STUD CHANNEL

SOLID-SURFACE SILL
ALUMINUM
CURTAIN WALL SYSTEM
W/ INSULATED GLAZING

STAINLESS STEEL
SILL FLASHING

SHIM, BACKER ROD
& SEALANT, TYP.

7 1/2"

TREATED WOOD
BLOCKING

FACE BRICK

3 3/8"

CONCRETE FILLED
BOND BEAM

FLUID-APPLIED
AIR/MOISTURE
BARRIER

3-5/8" STUD

SOLID-SURFACE SILL
BELOW

ALUMINUM
CURTAIN WALL SYSTEM
W/ INSULATED GLAZING

SHIM, BACKER ROD
& SEALANT, TYP.

7 1/2"

FACE BRICK

GYPSUM BOARD

FLUID-APPLIED
AIR/MOISTURE
BARRIER

3 3/8"

3" RIGID INSULATION

AIR SPACE

8" CONCRETE
MASONRY UNIT

4 3/4"
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RENOVATE AND
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DETAILS

IOWA CITY, IOWA

IOWA CITY VA HEALTH CARE SYSTEM

35 35

 3/4" = 1'-0"
2

PRECAST SECTION

 3" = 1'-0"
1

EXPANSION JOINT TO LOWER ROOF

 3" = 1'-0"
5

RAILING AROUND SECOND

FLOOR LANDING

 3" = 1'-0"
3

PRE-CAST JOINT DETAIL

 3" = 1'-0"
4

CURTAINWALL HEAD AT BRICK

 3" = 1'-0"
6

CURTAINWALL SILL AT PUNCHED OPENING

 3" = 1'-0"
7

CURTAINWALL/STOREFRONT SILL AT BRICK

 3" = 1'-0"
8

CURTAINWALL/STOREFRONT JAMB AT BRICK


